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AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT

Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.
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This amendment is being issued to partially revise the scope of work and drawings.  Upon reviewing the changes please provide a revised
 quote for the project.

The completion date for the project has been extended from  1 September 2004 to 1 November 2004.
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X The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offer  X is extended, is not extended.

Offer must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended by one of the following methods: 
(a) By completing Items 8 and 15, and returning copies of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted;
or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT TO BE 
RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATE SPECIFIED MAY RESULT IN  
REJECTION OF YOUR OFFER.  If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or letter, 
provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and date specified.
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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES   
 
THE COMPLETION DATE FOR THIS PROJECT HAS BEEN EXTENDED FROM 1 SEP 2004 TO 1 NOV 2004. 
 
SCOPE OF WORK 
 
Paragraph 2 “Summary of Work” subparagraph a.  reads as follows:   
 

a. The Contractor shall design, build, and install a new 
control panel for the portable pump. A new Flygt CAS module 
shall be included. The control panel shall be installed 
within the available space inside the Dike A pump station 
building. The Contractor shall install power and control 
receptacles on the outside of the building for plug-in of the 
portable pump as shown. Detailed electrical requirements are 
provided in the attached sketches and the electrical scope of 
work. Contractor shall test and operate the pump. The control 
panel shall be tested and operated. 

 
Paragraph 2 a “Summary of Work” should now read as follows:   

 
a. The Contractor shall design, build, and install a new control panel for the portable 
pump. A new Flygt CAS module shall be included. The Flygt CAS module is used only to 
monitor the pump motor winding temperature and the pump leakage sensor. The 
pumpwell is not considered a hazardous area. Intrinsically safe equipment is not 
required. 
The control panel shall be installed within the available space inside the Dike A pump 
station building. The Contractor shall install power and control receptacles on the outside 
of the building for plug- in of the portable pump as shown. Detailed electrical 
requirements are provided in the attached sketches and the electrical scope of work. 
Contractor shall test and operate the pump. The control panel shall be tested and 
operated. 

 
ELECTRICAL SCOPE 
 
Part 1 “General”  delete the following paragraph:   
 
“The contractor shall connect the control panel to the existing RTU and modify the unit to send 
signals to the remote RTU when the portable pump is running. The remote unit shall be modified 
to accept the signals and a “run light” shall be provided and installed in the existing remote 
RTU.” 
 
Section 2.2.3 “Pump Panel Enclosure” 
Delete the following paragraph:   
 
“NEMA 3R enclosure, welded seamless construction.  Material shall be 14 gauge, Type 304, 
stainless steel unless noted.” 
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Replace with the following: 
 
“NEMA Type 12 enclosure, welded seamless construction.  Material shall be 14-gauge steel. 
Finish, ANSI 61 gray polyester powder coating inside and out over phosphatized surfaces. 
Provide with  doorstop kit. Three point latch with padlock provision.   
 
Delete Subparagraphs a, b,& e. 
 
Replace subparagraphs c & d with the following: 
 
c.  Backpanel.  Fixed rigid backpanel, 14 gauge painted  steel, white finish.   
 
d.  Mounting Lugs.  Mounting lugs shall be provided on the enclosure for   mounting on the wall. 
 
Paragraph 2.2.7 “Alarm Beacon” 
 
Delete entire paragraph and replace with “NOT USED” 
 
Paragraph 3.1.2.1 Subparagraph a. reads as follows: 
 
“a.  Pump Alarm.  Provide alarm shall activate an indicator light on the front of the enclosure and 
an alarm beacon mounted on the building. Provide alarm silence push-button to acknowledge 
alarm and turn off horn.  Beacon and indicator light shall reset when alarm condition has 
cleared”. 
 
Paragraph 3.1.2.1 Subparagraph a. should now reads as follows: 
 
“a.  Pump Alarm.  Provide alarm shall activate an indicator light on the front of the enclosure.  
Provide alarm silence push-button to acknowledge alarm. Indicator light shall reset when alarm 
condition has cleared”. 
 
DRAWINGS 
 
Delete: Drawing Titled, DIKE A ADDED 480 V POWER WIRING SHEET 1 
OF 3. 
Add: Attached Drawing Titled, DIKE A ADDED 480 V POWER WIRING 
SHEET 1 OF 2 
 
Delete: Attached Drawing Titled, DIKE A ADDED CONTROL WIRING 
DIAG SHEET 2 OF 3. 
 
Add: Drawing Titled, DIKE A ADDED CONTROL WIRING DIAG SHEET 2 OF 
2. 
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Delete: Drawing Titled, DIKE A ADDED CONTROL WIRING DIAG SHEET 3 
OF 3. 
 
ALL OTHER TERMS AND CONIDTIONS OF THIS PROJECT REMAIN IN FULL FORCE AND EFFECT. 
  
*After reviewing the above changes please submit your revised quote for this project. 
 
 

ITEM NO SUPPLIES/SERVICES QUANTITY UNIT UNIT PRICE           AMOUNT 
0001  1 Lump Sum   
 MODIFY PUMP STATION AT TREMPEALEAU REFUGE 

PURCHASE REQUEST NUMBER: W81G67-4127-9034 
  

 

 ___________.____ __________.____ 
    

                    
FOB:  Destination 
 
(End of Summary of Changes)  
 


